Light Source Test Report
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Color Parameters:

Chromaticity Coordinate:x=0.4698 y=0.4086/u"=0.2699 v'=0.5281

Tc=2552K Dominant WL:Ld=585.5nm Purity=63.7% Centrolid WL:607.0nm
Rati10:R=28.3% G=70.2% B=1.5% Peak WL:Lp=610.0nm HWL:143.7/nm

Render Index:Ra=82.8

R1 =82 RZ2 =89 R3 =914 R4 =80 R5 =80 R6 =85 R7 =86

R8 =66 R9 =27 R10=73 R11="76 R12=66 R13=83 R14=96 R15=78

Photo Parameters:
Flux: 4.4899 1m Fe: 0.015422 W Efficacy:0.9391 1m/W

Electrical Parameters:
Luminaire: U=13.56V I=0.5106A P=4.781W PF=0.6905

ITnstrument Status:
Scan Range:380.0nm-800.0nm Interval:5.0nm[0] Ip=2i161i{G=6,D=59)

REF=10849 (R=4) e=-0.167% PMT: 27.8 centigrade [28.6]



